SO Y TE HA NOI
HANOI DEPARTMENT OF HEALTH
TRUNG TAM Y TE DU PHONG
CENTER FOR PREVENTIVE MEDICINE

Dia chi/Address: 70 Nguyén Chi Thanh, Dong Pa, Ha Noi.
Tel: 0243.773.0178 Email: khoaxetnghiem.ytdphn@gmail.com

PHIEU KET QUA THU NGHIEM VILAS 595
TEST REPORT
‘ S6/No.: 17.11.06.157
1.Tén mau/Name of sample Nudce da qua xiwr ly
2.Tén/dia chi khéch hang Tram cap nuéc Ngoc Thuy
Name/Address of customer Ngoc Thuy, Long Bién, Ha Noi
3.M6 ta mau/Description Trong chai nhya 3 chai x 0,51, 1 chai thay tinh x 250ml

4 Ngay nhan maw/Date of receiving ~ 06/11/2017 )
5.Nguoi lay/gui maw/Sample taking ~ Khéach hang ty giri mau/By customer
6.Két qua thir nghiém/Test result

Gibi han cho
TT Tén chi tiéu Phwong phap thir Don vi Két qua phép
No. Characteristic Test method Unit Result Regular limit
| OCVN 01:2009
1 | Mau sac /Color ~ Cam quan /Sensory Khéng mau Khéng mau
2 | Mui vj /Odor Cam quan /Sensory Khongmui | Khong maivi
3 | Podue Tubidity 0’_‘;3‘;‘_; d{gzifm (NTU) <0,5 <3
4 |pg ~ TCVN 6492:2011 7,0 6.5 - 8.5
5| Nitrit/ Nitrite (*) TCVN 6178: 1996 mg/L <0,01 #]
6 |Nitrat Nitrate TCVN 6180:1996 mgL | 36 L ES
7 | Amoni /Amonium (*) TCVN 6179-1:1996 | mg/L 0,09 e
8 | Sit tong sb / Iron (¥) TCVN 6177:1996 mgl | <003 T P
SN8 M vl ( e
9 _E;‘:;a'; Z’:;t';gli’;fx TCVN 6186:1996 mg/L 13 <2
10 | Clorua /Chloride (*) TCVN 6194:1996 mg/L 18,4 <250
i ;‘Eﬁ:{:;ni ;j'fﬁ' {Ef'“‘““‘ TCVN 6224:1996 mg/L 300 <300
12 | Mangan téng s&/ Manganese |  1SO 15586:2003(E) mgL | 0005 | <03
13 | Sunphat /Sunfate SMEWW4500-SOE | mgL T e 95 @
Ha Noi,ngay 13thang 11nam2017/ Hanoi,November 13, 2017
PHONG KIEM NGHIEM TRUONG KHOA XET NGHIEM GIAM DOC

LABORATORY HEAD OF msmnmy '

CN. Tran Vin An

(*) 1a chi tiéu duge cong nhiin ISO/IEC 17025/ (*) Characteristic recognized by ISO/IEC 17025

Cac ket qua thu nghiém ghi trong phiéu nay chi ¢o gid tri ddi vai miu thir nghiém/Test result are valid for the submitted sample(s) only.
Khing duge trich din mot phan phiéu két qua thir nghiém néu khéng co sy dong ¥ bing vin ban cia Trung tdm y té dyv phong Ha NI/
The test report must not be reproduced without the written approval of Hanoi Center for Preventive Medicine.

Tén miu, tén khich hing duge ghi theo yéu cdu cia noi giri mw/ Name of sample(s) and customer are written as customer's request.
Khdng nhén khi¢u nai trong truong hop khéng ¢6 mdu luu hodic hét thoi han 05 ngay ké tir ngay tra két qua/

Do not receive claim in case of no having stored sample or deadline over 05 days after the resuil.

Phicu két qua nay duge lam thanh 02 ban: 01 bén tra cho khach hang; 01 ban luu tai Khoa Xét Nghi¢m/

The test result are printed in 02 documents: 01 document is given to customer; 01 document is stored at Department of Laboratories
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PHIEU KET QUA THU NGHIEM “ufjin\ VILAS 595
TEST REPORT '
S6/No.: 17.11.06.157
|. Tén mau: Nudce da qua xu ly

Name of sample

2. Tén/dia chi khach hang:  Tram cap nude Ngoe Thuy

Name/Address of customer Ngoc Thuy, Long Bién. Ha N1

3. M6 ta maw/Description:  Trong chai nhya 3 chai x 0,5L, 1 chai thuy tinh x 250mL
4. Ngay nhian mau: 06/11/2017

Date of receiving

5. Nguoi lay/giri mau: Khach hang tu gtri mau

Sample taking By customer

6. Két qua thu nghiém:

Test resull

| Gioi han toi da cho
TT Tén chi tiéu Phwong phap thu Don vi Két qua phép
No. Characteristic Test method Unit Result Regular limit
QCVN 01:2009/BYT ﬂ
] Coliforms * TCVN 6187-2:1996 | MPN/100mL 0 0 |
2 | Escherichia coli * TCVN 6187-2:1996 | MPN/100mL 0 0
| I | _— e
7 Nhan xét: Mau nude dat tiéu chuan vé sinh nuéc an uodng ve phuong dién vi sinh vat (theo

QCVN 01: 2009/BYT)
This sample complies with the standard on drinking waters in term of microbiology
(according to QCVN 01: 2009/BYT)

Remarks

Ha Noi, ngay 09 thang 11 nam 2017
Hanoi. November 09, 20017
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(*) la chi tiéu duge cong nhin ISO/IEC 17025/ (*) Characteristic recognized by ISOVIEC 17025

Céc két qua thir nghiém ghi trong phiéu nay chi co gia tri d6i voi mau thir nghiém/Test result are valid for the submitted sample(s) onl
Khong duge trich din mot phan phidu két qua thir nghiém niu khong cd sur dong y bang vin ban cua Trung tam y & dy phong Ha N
The test report must not be reproduced without the writter approval of Hanoi Center for Preventive Medicine

Tén mau, tén khach hang dugc ghi theo yéu cdu cia noi gui maw Name of sample(s) and customer are writien as customer s request
Khong nhin khiéu nai trong truong hgp khéng co mau Iy hodic hét thii han 05 ké tir ngay hen tra két qua/

Do not receive claim in case of no having stored sample or aver 15 days after the result

6. Phiéu két qua nay duge lam thanh 02 ban: 01 ban trd cho khach hang. 01 ban luu tai Khoa Xet Nghi¢m/

The test result is printed in 02 documenis. 0] documeni 1s given 1o customer. 0! document is stored al Department of Laboratorics
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