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TEST REPORT

| S6/No.: 20.02.12.342

1.Tén mau/Name of sample
2.Tén/dja chi khach hang

Name/Address of customer
3.Méta mﬁu/Sample description
4.Ngay nhan mau/ Date of receiving sample
5.Ngudi lay/giri mu/ The personnel
performing/sending sample(s)

Nuée da qua xir Iy

Tram cép nuée Hong Ky 2

Héng Ky, Séc Son, Ha Noi

Trong 02 chai x 500mL

12/02/2020

Khéch hang tu giri mau/By customer

6.Ngay thuc hién thir nghiém/The dates

of testing activities
7.Két qua thir nghiém/Test results

12/02-17/02/2020

Gidi han cho phépj
TT Tén chi tiéu Phwong phap thir Don vi Két qua Regular limit
No. Characteristic Test method Unit Result QCVN 02:2009
Cot I
1| Mau sic /Color Cam quan /Sensory Khéng mau Khéng mau
2 | Muivj /Odor Cam quan /Sensory Khéng mui Khong mui vi
PR P —— e BN S Sttt
| RN by | Towies. i o R, BT I
4 | pH(*) TCVN 6492:2011 7.8 6.0—8,5
5 | Amoni /Amonium (¥) TCVN 6179-1:1996 mg/L <0,1 %3
6 | Chiso Pecmanganat TCVN 6186:1996 gl 1,0 <4
Bl o o 0 o S ket S i
| 7 | Clorua /Chioride TCVN 6494-1:2011 | mgL 42 <300
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Ha Néi, ngay 17 thang 02 nam 2020/ Hanai
KHOA XET NGHIEM [

CHAN DOAN HINH ANH, THAM DO CHU'C NANG
DEPARTMENT OF IMAGING, DIAGNOSTICS AND TESTING
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CN. Trén Viin An Bs. Nguyén Manh Hung
PHO GIAM BOC
Nguyén Thi Kiéu Anh

(*) 1a chi tiéu dugc cdng nhin ISO/IEC 17025/ (*) Characteristic recognized by ISO/IEC 17025

1.

2. Cac ket qua thu nghiém ghi trong phiéu nay chi ¢d gia tri d6i voi mau thir nghiem/Test result(s) are valid for the submitted sample(s) only. - m

3. Khéng dugc trich dan mét phan phiéu két qua thir nghiém néu khong co sy déng ¥ bing vin ban cua Trung tim Kiém so4t bénh tat thanh phé Ha Noi/
The test report must not be reproduced wholly or partly without the written approval of Hanoi Center for Disease Control. '

4. Tén mau, tén khich hang duoc ghi theo yéu cau cia noi giri maw/ Name of sample(s) and customer are written as customer's request.

5. Khéng nhan khiéu nai trong truong hgp khong ¢6 mdu Iuu hodic hét thisi han 05 ngay ke tir ngay tra két qua/
Claims will not be accepted if there is no sample in storage, or more than 5 days afier issuing the test result(s).

6. Phicu ket qua nay dugc lam thanh 02 ban: 01 ban tra cho khach hang; 01 ban luu tai Khoa Xét Nghiém, chin doan hinh anh, thdm do chirc nang/ )
This test result is printed in 02 copies: 01 copy is provided to the customer, the other copy is stored at the Department of Imaging, Diagnostics and Testing.

RMOTKXN 7801 1 4n han hanh/Vercian momher 3 0

Trano/Paoe 1/1
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1. Tén mau:

Name of sample

2. Tén/dia chi khach hang:
Name/Address of customer

3. M6 ta mau:

Sample description

4. Ngay nhan mau:
Date of receiving sample
5. Ngudi lay/giri mau:
Sample taking

6. Ngay thyuc hién thir nghiém:

The dates of testing activities
7. Két qua thir nghiém:

PHIEU KET QUA THU N(;Hi‘

TEST REPORT

Nude da qua xir ly

Tram cap nuéc Héng Ky 2
Hong Ky, Séc Son, Ha Néi
Trong 02 chai x 500mL

12/02/2020
Khach hang twr giri mau

By customer

12/02/2020 - 17/02/2020

VILAS 59=

S6/No.: 20.02.12.342

Test results
Gi6i han tdi da
TT Tén chi tiéu Phuong phap thir Pon vi Két qua R“‘JOIPE;?P,’
No. s ; egular limi
0 Characteristic Test method Unit Result QCVN 02:2009/BYT
(Cét I/Columns I)
1 | Coliforms * TCVN 6187-2:1996 ** | MPN/100mL 0 50
2 | Escherichia coli * TCVN 6187-2:1996 ** | MPN/100mL 0 0
8. Nhan xét: Mau nuée dat tiéu chuan vé sinh nuéc sinh hoat vé phuong dién vi sinh vat (theo
[ — QCVN 02: 2009/BYT)

This sample complies with the standard on domestic waters in term of microbiology (according
to QCVN 02: 2009/BYT)

PHONG KIEM NGHIEM

LABORATORY

&

ThS. Nguyén Thanh Déng

KHOA XET NGHIEM

CHAN DPOAN HINH ANH, THAM DO.€HUC NANG
DEPARTMENT OF IMAGING, DIAGNOSFICS AND TESTING

1.(*) 1a chi tiéu dugc cong nhéan ISO/IEC 17025/ (*) Characteristic recognized by ISO/IEC 17025

2.(**) Phuong phap sira doi (xac dinh s6 MPN theo ISO 7218:2007/Amd 1:2013 (E))
Modified method (determination of MPN values using MPN tables given in IS0 7218:2007/Amd 1:2013 (E))

3.Cac ket qua thir nghiém ghi trong pl’uéu nay chi ¢6 gia tri dm véi mau thie nghiém/7est resuli(s) are valid for the submitted sample(s) only.

4 Khong dugc trich “dan mot phan phicu két qua thir nghiém néu khéng c6 sw dong) bang van ban cua Trung tdm Kiém soat bénh tit thanh phd Ha Noi/

The test repor! must not be reproduced wholly or partly without the written approval of Hanoi Center for Disease Control

Ha Noi, ngay 17 thang 02 nam 2020
Hanoi, February 17, 2020
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Nguyén Thi Kiéu An;

5.Tén mau, tén khach hang duoc ghi theo yéu cu cia nm guri maw Name of sample(s) and customer are written as customer's request.
6.Khong nhin khiéu nai trong trirong hop khong ¢6 miu luu hodc hét thoi han 05 ngay ké tir ngay tra két qua/
& Iafms will not be accepted if there is no sample in storage, or more than 5 days after issuing the test result(s)
7 Phiéu két qua nay duoc 1am thanh 02 ban: 01 ban tra cho khach hang: 01 ban luu tai Khoa Xét Nghiém, chan doan hinh anh, thim do chirc nang/
This test result is printed in 02 copies: 01 copy is provided to the customer, the other copy is stored at the Department of Imaging, Diagnostics and Testing.
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