TRUNG TAM KIEM SOAT BENH TAT-/

Dia chi/Address: 70 Nguyén Chi Thanh, DPéng Pa, Ha 2%
Tel: 0243.773.0178 Email: khoaxctnghiem.)’tdphn@gma‘ﬂgg

SO Y TE HA NOI

HANOI DEPARTMENT OF HEALTH RN I

HANOI CENTER FOR DISEASE CONTROL

1.Tén mau/Name of sample
2.Tén/dia chi khach hang
Name/Address of customer
3.Mé ta mau/Sample description
4 .Ngay nhan mau/ Date of receiving sample 12/02/2020

5.Ngudi lay/giri mav/ The personnel

performing/sending sample(s)

6.Ngay thyc hién thir nghiém/The dates

of testing activities
7.Két qua thir nghiém/Test results

PHIEU KET QUA THU NGHIEM /i

v

VILAS s5a¢

TEST REPORT

| S6/No.: 20.02.12.335

Nude da qua xir ly

Tram cap nuéc Kiéu Ky
Kiéu Ky. Gia Ladm, Ha Noi
Trong 03 chai x 500mL

Khach hang tu giri mau/By customer

12/02-17/02/2020

T Tén chi titu Phuong phép thir | Don vi Kbt qui Gidi han cho phép |
No. Characteristic Test method Unit Result Reglir limis
QCVN 01:2009

1 | Mau SE"lC‘ /Color Cam quan /Sensory Khéng mau Khong mau |

2 | Muai vi /Odor _ ~Cam quan /Sensory .. Khéng mui Khéng mui vj
; - Orbeco- TB300IR

3 D6 duc /Turbidity Turbidimeter (NTU) <0,5 | <2

4 | pH(®) TCVN 6492:2011 _ 12 6,5-8,5
5| Nitrit/ Nitrite (¥) TCVN 6178 : 1996 mg/L <0,1 =5
6 | Nitrat /Nitrate TCVN 6494-1:2011 -mg/L & _ <50 ey
7 | Sat tong s6 / Iron (*) TCVN 6177:1996 mg/L <0,05 | <03

8 Chi s6 Pecmanganat TCVN 6186:1996 mg/L 1.0 <2

| /Pecmanganate Index g i S

9 | Clorua /Chloride TCVN 6494-1:2011 | mg/L 27,4 <250

iy | 0 s / Toml Calehnn TCVN 6224:1996 | &L 138 <300

_| and magnesium (*) , _ S

] | JiMga oaksy TCVN 6002:1995 g/l <0,05 <03
| Manganese (*)
12 | Sunphat /Sunfate 7 TCVN 6494-1:2011 mg/L 9,9 <250

I3 | Nitrit/ Nitrite (tinh theoN) | TCVN 6178 : 1996 mg/L <0,01 \

14 | Nitrat /Nitrate (tinh theo N) | TCVN 6494-1:2011 mg/L 0,2 e, e

L,
2

5.

PHONG KIEM NGHIEM
LABORATORY

/

CN. Tran Viin An

Ha Ngi, ngay 17 thang 02 nam 2020/ Hanoi, February 17 2020
KHOA XET NGHIEM

_ —KI.GIAM POC
CHAN DOAN HINH ANH, THAM DO CHUC NANG 7k @%wk
DEPARTMENT OF IMAGING, DIA GN(/)STICS AND TESTING // A NN
/ (;i‘u
. (
i

#n Manh Hung

Bs. N 1.7
PHO GIAM BOC
Nguyén Thi Kiéu Anh

(*) 1a chi tiéu duge cong nhin ISO/IEC 17025/ (*) Characteristic recognized by ISO/IEC 17025 )
Cac két qua thu nghigm ghi rong phiéu nay chi c6 gia tri déj voi mau thir nghiém/Test resuli(s) are valid for the submitred samplg(s) only. . B
Khong duge trich dan mét phan phicu két qua thir nghiém néu khong co sir dong y bang van ban cua Trung tdm Kiém soat bénh tat thanh phd Ha Noi/
The test report must not be reproduced wholly or partly without the written approval of Hanoi Center for Disease Control.
4. Tén mau, tén khach hang dugc ghi theo véu cau cia noi gti miw Name of sample(s) and customer are written as customer’s request.
Khong nhén khieu nai trong truong hop khdng ¢6 mau luu hogc hét thai han 05 ngay ke tir ngay tra két qua/
Claims will not be accepted if there is no sample in storage, or more than 5 days after issuing the test result(s).
6. Phicu két qua ndy dugc lam thanh 02 ban: 01 ban tra cho khach hang; 01 ban luu tai Khoa Xét Nghi¢m, chan doan hinh anh, tham do chirc nang/
This test result is printed in 02 copies: ()] copy is provided to the customer, the other copy is stored at the Department of Imaging, Diagnostics and Testing.
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PHIEU KET QUA THU NGHIEM
TEST REPORT VILAS <ac

S6/No.: 20.02.12.335 ]

1. Tén mau: Nuée da qua xir Iy

Name of sample

2. Tén/dja chi khach hang: Tram cép nuéce Kiéu Ky
Name/Address of customer Kiéu Ky, Gia Lam, Ha Noi
3. M ta mau: Trong 03 chai x 500mL
Sample description

4. Ngay nhan mau: 12/02/2020

Date of receiving sample

5. Ngudi lay/giri mau: Khéach hang ty giri mau
Sample taking By customer

6. Ngay thuc hién thir nghiém:  12/02/2020 - 17/02/2020
The dates of testing activities

7. Két qua thir nghiém:

Test results

Gié6i han t6i da cho
TT Tén chi tiéu Phwong phap thir Don vi Két qua phép
No. Characteristic Test method Unit Result Regular limit
QCVN 01:2009/BYT
1 | Coliforms * TCVN 6187-2:1996 ** | MPN/100mL 0 0
LZ Escherichia coli * TCVN 6187-2:1996 ** | MPN/100mL 0 0
8. Nhan xét: Mau nudc dat tiéu chuan vé sinh nudc in udng vé phuong dién vi sinh vt (theo
Riinaiks QCVN 01: 2009/BYT)

This sample complies with the standard on drinking waters in term of microbiology (according
to OCVN 01: 2009/BYT)
Ha Noi, ngay 17 thang 02 nam 2020
Hanoi, February 17, 2020

PHONG KIEM NGHIEM KHOA XET NGHIEM : KT. GIAM POC
LABORATORY CHAN POAN HINH ANH, THAM DO CHUC NANG i PIRECTOR
DEPARTMENT OF IMAGING, DIAGNOSTICS AND TESTING - e -«O&q&\
# 4/ TRUNG TAM YR
/ / / KIEM SOAT
"4 q = A
S o \ >
\
AN
ThS. Nguyén Thanh DPong Bs. N Manh Hung

PHO GIAM BOC
Nguyén Thi Kiéu Anh

1.(*) 1a chi tiéu dugc cong nhan ISO/IEC 17025/ (*) Characteristic recognized by ISO/IEC 17025
2.(**) Phuong phap sira doi (xac dinh s MPN theo ISO 72 18:2007/Amd 1:2013 (E))
Modified method (determination of MPN values using MPN tables gf‘ven in ISO 7218:2007/Amd 1:2013 (E))
3.Céc ket qua thir nghiém ghi trong phiéu nay chi cé gid trj d6i v6i mau thir nghiém/Test result(s) are va.’idfor‘lhe {'ypmafrczld sample(s) “)m’): -
4 Khong dugc trich din mét phan phi¢u két qua thir nghiém néu khong c6 su dong y bang van ban cua Trung tim Kiém soét bénh tét thanh phé Ha Noi/
The test report must not be reproduced wholly or partly without the written approval of Hanoi Center for Disease Control.
5.Tén mau, tén khach hang duoc ghi theo yéu cau cia noi giri maw Name of sample(s) and customer are written as customer s request.
6.Khong nhan khiéu nai trong trudng hop khong ¢6 méu luu hodc hét thévi han 05 ngay ké tir ngay tra ket qua/
Claims will not be accepted if there is no sample in storage, or more than 5 days after issuing the fest result(s). X A
7.Phiéu ket qua nay duge lam thanh 02 ban: 01 ban tra cho khach hang: 01 ban I tai Khoa Xét Nghiém, chan doan hinh anh, tham dé chirc ning/
This test resull is printed in 02 copies: 0] copy is provided to the customer, the other copy is stored at the Department of Imaging, Diagnostics and Testing.
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